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August 5, 2009

Rex Redden, Administrator

Idaho Falls Group Home #2 (Wanda)
P.O. Box 50457

Idaho Falls, Idaho 83405

RE:  Idaho Falls Group Home #2 (Wanda), provider #13G029
Dear Mr, Redden:

This is to advise you of the findings of the Medicaid/Licensure Fire Life Safety Survey, which
was concluded at Idaho Falls Group Home #2 (Wanda), on August 3, 2009.

Enclosed is your copy of a Statement of Deficiencies/Plan of Correction, form CMS-2567, which
states that no Medicaid deficiencies were noted at the time of the survey. Also, enclosed 1s a

similar form stating that no State licensure deficiencies were noted at the time of the survey.

Thank you for the courtesies extended to us during our visit. If we can be of any help to you,
please call our office at (208)334-6626.

Sincerely,

e s

ERIC MUNDELL, REHS
Health Facility Surveyor
Facility Fire Safety and Construction Program
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The facility is a single story, type V (11l} building
built in 1988. The facility is protected by a 13 D
automatic fire sprinkler system with quick
response heads in habitable spaces. Thereis a
complete fire alarm/smoke detection system
installed. Currently the building is licensed for
eight (B) beds.

The facility was found to be in substantial
compliance with applicable fire/life safety
requirements during the annual Fire/life Safety
survey conducted on July 29, 2009. The facility
was surveyed under the LIFE SAFETY CODE,
2000 Edition, Chapter 33, Existing Residential
Board & Care Occupancies, Impractical
Evacuation Capability and 42 CFR 483.470 (j).

The Survey was conducted by:
Eric Mundell REHS

Health Facility Surveyor
Facility Fire/Life Safety and Construction Program
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16.03.11 Inital Comments

The facility is a single story, type V (I} building
builtin 1988. The facility is protected by a 13 D
automatic fire sprinkler system with quick
response heads in habitable spaces. Thereis a
complete fire alarm/smoke detection system
installed. Currently the building is licensed for
eight (8) beds.

The facility was found to be in substantial
compliance with applicable fireflife safety
reguirements during the annual Fire/Life Safety
survey conducted on July 28, 2008, The facility
was surveyed under the LIFE SAFETY CODE,
2000 Edition, Chapter 33, Existing Residential
Board & Care Occupancies, Impractical
Evacuation Capability and IDAPA 16.03.11 Rules
Governing Intermediate Care Facilities for the
Mentally Retarded.

The Survey was conducted by:

Eric Mundell REHS

Health Facility Surveyor

Facility Fire/Life Safety and Construction
Program

M 000

LABORATORY DIRECTOR'S OR PROVIDER/SUPPLIER REPRESENTATIVE'S SIGNATURE

TITLE {X6) DATE

STATE FORM 021189

OEJ221

If conlinuation sheet 1 of 1



